10 AMP FUSIBLE QUICK
DISCONNECT (TRON
IN-LINE FUSE HOLDER,
HEB- OR APPROVED
EQUAL)
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TO POLE GROUND
TERMINAL
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MINIMUM OF 2 THREADS MUST

BE VISIBLE ABOVE LEVELING NUT
FOR 120 VOLT SYSTEM - 1 FUSE
FOR 240 VOLT SYSTEM - 2 FUSE
(DO NOT FUSE NEUTRAL)

: ¥ CONDUIT SHALL NOT EXTEND

MORE THAN 3" ABOVE THE TOP
OF CONCRETE BASE
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